
 

ATTACHMENT 1 
LAB REPORT 



PDC Laboratories, Inc.
PROFESSIONAL � DEPENDABLE � COMMITTED

January 21, 2020

Dear Esteban Pena:

Please find enclosed the analytical results for the 27 sample(s) the laboratory received on 1/8/20  4:45 pm and logged 

in under work order 0011484. All testing is performed according to our current TNI accreditations unless otherwise 

noted. This report cannot be reproduced, except in full, without the written permission of PDC Laboratories, Inc.

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the 

utmost importance to us.

PDC Laboratories, Inc. appreciates the opportunity to provide you with analytical expertise. We are always trying to 

improve our customer service and we welcome you to contact the Director of Client Services, Lisa Grant, with any 

feedback you have about your experience with our laboratory at 309-683-1764 or lgrant@pdclab.com.

Sincerely,

Christina Pierce

Project Manager

815.344.4044 x 1622

cpierce@pdclab.com

Esteban Pena

Gallagher Bassett Technical Services

1411 Opus Place

Downers Grove, IL 61515

Sunset Ridge SD 29 (Middlefork School)RE:

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-01

01/08/20 16:45

01/07/20 06:38

WF-1A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:35 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-02

01/08/20 16:45

01/07/20 06:39

WF-1B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:39 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-03

01/08/20 16:45

01/07/20 06:42

S-2A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 12:51 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-04

01/08/20 16:45

01/07/20 06:43

S-2B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:42 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007

Page 2 of 9Page 2 of 20



PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-05

01/08/20 16:45

01/07/20 06:46

CS-4A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

1.80 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:55 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-06

01/08/20 16:45

01/07/20 06:47

CS-4B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:57 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-07

01/08/20 16:45

01/07/20 06:49

CS-6A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 10:58 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-08

01/08/20 16:45

01/07/20 06:50

CS-6B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:00 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-09

01/08/20 16:45

01/07/20 06:54

WF-7A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:01 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-10

01/08/20 16:45

01/07/20 06:55

WF-7B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:03 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-11

01/08/20 16:45

01/07/20 06:55

WF-7C

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:04 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-12

01/08/20 16:45

01/07/20 06:57

WF-8A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:06 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-13

01/08/20 16:45

01/07/20 06:58

WF-8B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:14 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-14

01/08/20 16:45

01/07/20 07:02

S-9A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:15 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-15

01/08/20 16:45

01/07/20 07:03

S-9B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:17 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-16

01/08/20 16:45

01/07/20 07:05

CS-10A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:18 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-17

01/08/20 16:45

01/07/20 07:06

CS-10B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:20 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-18

01/08/20 16:45

01/07/20 07:09

S-12A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 12:53 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-19

01/08/20 16:45

01/07/20 07:10

S-12B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:23 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-20

01/08/20 16:45

01/07/20 07:13

S-13A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

1.70 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:24 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-21

01/08/20 16:45

01/07/20 07:14

S-13B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:41 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-22

01/08/20 16:45

01/07/20 07:16

WF-14A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:42 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-23

01/08/20 16:45

01/07/20 07:17

WF-14B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:44 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-24

01/08/20 16:45

01/07/20 07:17

WF-14C

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:45 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

ANALYTICAL RESULTS

Sample:

Name:

Sampled: 

Received: 

0011484-25

01/08/20 16:45

01/07/20 07:20

WF-15A

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:47 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-26

01/08/20 16:45

01/07/20 07:21

WF-15B

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:48 TJJ1.00501/14/20 09:49

Sample:

Name:

Sampled: 

Received: 

0011484-27

01/08/20 16:45

01/07/20 07:30

IF-16

Matrix: 20-18511PO #:Drinking Water - Grab

MethodAnalystAnalyzedMRLQualifierUnitResultParameter DilutionPrepared

Total Metals - PIA

< 1.00 ug/L EPA 200.8 REV 5.4Lead 01/14/20 11:50 TJJ1.00501/14/20 09:49

www.pdclab.comCustomer #: 2550007
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PDC Laboratories, Inc.

NOTES

Specifications regarding method revisions and method modifications used for analysis are available upon request. Please contact your project 

manager.

 * Not a TNI accredited analyte                                   

Certifications

CHI - McHenry, IL - 4314-A W. Crystal Lake Road A, McHenry, IL 60050

TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA Accreditation No. 100279

Illinois Department of Public Health Bacteriological Analysis in Drinking Water Approved Laboratory, Registry No. 17556

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615

TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No.            

100230

Illinois Department of Public Health - Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 17553

Drinking Water Certifications/Accreditations: Kansas (E-10338); Missouri (870)

Wastewater Certifications/Accreditations: Arkansas (88-0677); Iowa (240); Kansas (E-10338)

Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); Iowa (240); Kansas (E-10338)

SPIL - Springfield, IL - 1210 Capitol Airport Drive, Springfield, IL 62707

TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA Accreditation No. 

100323

Illinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 17592

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807

USEPA DMR-QA Program

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042

TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS - Pending

TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing  through IL - Pending

Illinois Department of Public Health - Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050

Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050

Certified by: Christina Pierce, Project Manager

www.pdclab.comCustomer #: 2550007
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ISBE ID BUILDING ID BUILDING DESCRIPTION SAMPLE DATE SAMPLE TIME COLLECTED BY SAMPLE ID NUMBER SAMPLE LOCATION DESCRIPTION FIXTURE TYPE DATE OF LAST USE TIME OF LAST USE SAMPLE TYPE SAMPLE VOLUME(ml) LabName MethodName CONCENTRATION(ug/l) ReportingLevel(ug/l)
50160290022001 001 Main Building 01/07/2020 06:38 Dan Petras 0011484‐01 WF‐1A water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:39 Dan Petras 0011484‐02 WF‐1B water cooler 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:42 Dan Petras 0011484‐03 S‐2A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:43 Dan Petras 0011484‐04 S‐2B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:46 Dan Petras 0011484‐05 CS‐4A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 1.80 1.00
50160290022001 001 Main Building 01/07/2020 06:47 Dan Petras 0011484‐06 CS‐4B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:49 Dan Petras 0011484‐07 CS‐6A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:50 Dan Petras 0011484‐08 CS‐6B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:54 Dan Petras 0011484‐09 WF‐7A water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:55 Dan Petras 0011484‐10 WF‐7B water cooler 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:55 Dan Petras 0011484‐11 WF‐7C water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:57 Dan Petras 0011484‐12 WF‐8A water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 06:58 Dan Petras 0011484‐13 WF‐8B water cooler 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:02 Dan Petras 0011484‐14 S‐9A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:03 Dan Petras 0011484‐15 S‐9B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:05 Dan Petras 0011484‐16 CS‐10A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:06 Dan Petras 0011484‐17 CS‐10B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:09 Dan Petras 0011484‐18 S‐12A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:10 Dan Petras 0011484‐19 S‐12B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:13 Dan Petras 0011484‐20 S‐13A Sink 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 1.70 1.00
50160290022001 001 Main Building 01/07/2020 07:14 Dan Petras 0011484‐21 S‐13B Sink 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:16 Dan Petras 0011484‐22 WF‐14A water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:17 Dan Petras 0011484‐23 WF‐14B water cooler 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:17 Dan Petras 0011484‐24 WF‐14C water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:20 Dan Petras 0011484‐25 WF‐15A water cooler 01/06/2020 19:00 First Draw 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:21 Dan Petras 0011484‐26 WF‐15B water cooler 01/06/2020 19:00 Flush 250 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00
50160290022001 001 Main Building 01/07/2020 07:30 Dan Petras 0011484‐27 IF‐16 01/06/2020 19:00 Incoming Flush 1000 PDC Laboratories, Inc. EPA 200.8 REV 5.4 ND 1.00


